Pinellas County Schools

Relocatable Classroom Inspection Certificate

(Yearly Inspection Report)

Unit Number:

B 8815

Unit Location: Curtis Fundamental

Inspection Date:

10/13/22

Inspected By:

John H. Borycens

License Number: BN7352

Line Inspection Criteria Condition
# Inspection Comments
New Good Fair Poor
Pi d foundati
1 (Sligsanog:’:i]o: cl::ingack) I:] E |:| I:I
Tied d Anch
2 (Sliov?/v[r:)scaatri‘on onncB(;I:k) [:I & I:] |:]
Set Backs (Between Unit N
3 | amamempropey | L | X O | £
4 | Steps and Ramps I:‘ D I:I Aluminum
5 Means of Egress l:l }X{ |:| I:I
6 Structural Integrity |:| |Z’ I:l l:l
7 Roof Trusses I:l & D I:l
8 | Shinglos,versietcy - | L] [ | [ | modified
9 Exterior Walls/Siding |:| & I:I [:I
10 Er)](;()arior Lighting (note if |:| }X{ |:| I:I
11 e[| | O
Doors/Windows/
12 | bodvare L X O]
Floors/Carpet/Tile T
13 | msconanen 0 || X O




Line Inspection Criteria Condition Inspection Comments

# New Good Fair Poor

14 | Ve nenges 2 | L | DX | O | O

15 | Boards and rack earae) | L1 | DX | [ | [

6 [ [0[R|O]C

17 | Hvac [] [][]] Bard

18 | Electrical Receptacles I:] X] l:’ I___I

19 g;sg:::éﬁggr'::gﬂ% |:| ZI D D Square D and labeled

20 | Emergency Lighting I:‘ & ':l |:|

21 lgt:trli—ggt Iai?er;t Fixtures (tied l:l & I:] I:I

22 |fompasaioe | ]| X |0 O

23 | peecormsome. | [ 15171 [

Spaces
24 | pecormomsmoom | L [ X | [T [
Heat Detector/Smoke

235 | pobcort thameraoot ||| ] /DX 1 L1 L]

26 | Intercom system I:l Xl |—_—I l:‘

27 |mgme~ R |0 |0|0

28 | Plumbing/Fixtures L1 | e
HOENENE




Line Inspection Criteria Condition Inspection Comments
# Yes No
Is unit in 100-year flood
29 plain? Ij m
30 | Technology Capable @ D
Occupancy Certificate
31 Posted in Unit |:|
Local Agency Reports
32 Posted }X{ I:I
33 Does unit have any
known Environmental
factors? If yes, Explain. I:I E'
What grade level or
34 usage is unit? Giier
Additional Comments/Observations
HO-(S-722. 7(/,% /"/ v/2k
Insp@tzcj\gi_ghature: Date: Manager Signature: Date: 7



Pinellas County Schools
Relocatable Classroom Inspection Certificate

(Yearly Inspection Report)

Unit Number: ER 8906 Unit Location: Curtis Fundamental Inspection Date: 10/13/22
Inspected By: John H. Borycens License Number: BN7352
Line Inspection Criteria Condition
# Inspection Comments
New Good Fair Poor
Pi d foundati
1 | (showlocationongacy | L] | XI | L] | [
Tie downs and Anchors
2 (Show Location on Back) |:| |X| |___I I:I
Set Backs (Between Units
3 and from property) l:l XI I:I I:]
4 | Steps and Ramps I:I [_—_I |:| Aluminum
5 | Means of Egress D }X{ |:| |:|
6 Structural Integrity D & I:I D
7 Roof Trusses l:'l IZ D I:I
Roof Covering (Not :
8 | shinges.verai ey - | L1 | DX | L | [ | Modified
9 Exterior Walls/Siding l:'l |:| |:|
Exterior Lighting (note if
1 O any) I:I IE l:l |:|
Interior Walls and
11 | Covatng L} OO
Doors/Windows/ A
12 Hal?dwar:: ° l:l I:I |:]
Floors/Carpet/Tile T
13 anc:jogondition = I:l Xl D D




Line

Inspection Criteria

Condition

Inspection Comments

# New Good Fair Poor

14 | Wrerangeszen | 1 | DX | O | [

15 | Boards and Tack Boarasy | (1 | DXI | [ | [

16 [gmsee [0[R|0] 0

17 | Hvac LTI L] e

18 | Electrical Receptacles I:I & D l___l

19 ﬁésgglzzﬁggr'::;ﬁ!) I:I X| D |:| Square D and labeled

20 | Emergency Lighting I:I g |:| ’:‘

21 |omme=] O R |0| 0

22 |fomraseions | | D | DL

23 §pt‘£“sﬁs";" milAiniin

24 | Detectormomssoom | L1 | DX | T | T

Heat Det_ector/Smokg V4

25 | petcorin Uonuperieed | [ ]| X1 []) L]

20 | Intercom system I:I IE |:| |:|

27 | anacursy e\ X O OO | O

28 | Plumbing/Fixtures I:I X] D I:l This unit has a restroom
HpENEN.




Insp%@ture:

Line | Inspection Criteria Condition Inspection Comments
# Yes No
Is unit in 100-year flood
29 plain? |:| VA
3(0 | Technology Capable ‘E I:,
Occupancy Certificate
31 Posted in Unit D
Local Agency Reports
32 Posted @ I:I
33 Does unit have any
known Environmental
factors? If yes, Explain. |:| %
What grade level or
34 usage is unit? Oftisy
Additional Comments/Observations
A7
0 -135-22_ M /94 vz
Date: Manager Signature: Date:”



